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INSTALLATION INSTRUCTIONS ADDENDUM
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 Thermostats

CYCLE RATES AND TIME FORMAT 
ADJUSTMENT
The adjustment for cycle rates and time format has 
changed from the current information in the Installation 
Instructions.See Fig.1 and the tables for guidance.

Fig. 1. DIP switch positions.
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Heating System DIP Switch Position

Fuel 
Switch 

Position

Warm air furnace 1 - On 2 - On F

Hot water or high 
efficiency warm air 
furnace

1 - Off 2 - On F

Electric furnace 1 - On 2 - Off E

Temperature Display DIP Switch Position

Display °F 3 - On

Display °C 3 - Off


	cycle rates and time format adjustment

